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GENERAL PLAN NOTES:

. FLOOR PLANS AS SHOWN ARE FOR
REFERENCE ONLY.

SEE ARCHITECTURAL & STRUCTURAL
DRAWINGS FOR EXTENT OF WORK THAT IS
INCLUDED WITHIN THE SCOPE OF THIS
PROJECT.

. FLOOR PLANS AS SHOWN ARE BASED OFF
OF EXISTING OWNER—PROVIDED 'AS—BUILT
DRAWINGS. CONTRACTOR TO FIELD VERIFY
ALL EXISTING CONDITIONS, INCLUDING ALL
EXISTING FLOOR—TO—FLOOR HEIGHTS,
EXISTING FLOOR/WALL CONSTRUCTION,
ALL EXISTING DIMENSIONS, ETC...

IF ANY EXISTING CONDITIONS ARE FOUND
TO BE DIFFERENT THAT WHAT IS
CURRENTLY SHOWN & NOTED, CONTRACTOR
TO NOTIFY ARCHITECT/STRUCTURAL
ENGINEER PRIOR TO THE BEGINNING OF
ANY WORK.
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GENERAL PLAN NOTES:

. FLOOR PLANS AS SHOWN ARE FOR
REFERENCE ONLY.

SEE ARCHITECTURAL & STRUCTURAL
DRAWINGS FOR EXTENT OF WORK THAT IS
INCLUDED WITHIN THE SCOPE OF THIS
PROJECT.

. FLOOR PLANS AS SHOWN ARE BASED OFF
OF EXISTING OWNER—PROVIDED 'AS—BUILT
DRAWINGS. CONTRACTOR TO FIELD VERIFY
ALL EXISTING CONDITIONS, INCLUDING ALL
EXISTING FLOOR—TO—FLOOR HEIGHTS,
EXISTING FLOOR/WALL CONSTRUCTION,
ALL EXISTING DIMENSIONS, ETC...

IF ANY EXISTING CONDITIONS ARE FOUND
TO BE DIFFERENT THAT WHAT IS
CURRENTLY SHOWN & NOTED, CONTRACTOR
TO NOTIFY ARCHITECT/STRUCTURAL
ENGINEER PRIOR TO THE BEGINNING OF
ANY WORK.
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FLOOR - SYMBOLS LEGEND

TO REMAN

! ' EXISTING DOOR TO REMAIN

(ELEVY
PHOTO OF EXTG CONDITION

FLOOR PLAN - GENERAL NOTES

EXISTING WALLS TO REMAN

EXISTING MASONRY WALLS

?

o

ROOM NAME

100'-0"

SHORING LIMITS

DETAIL REFERENCE

PLAN NOTE

ROOM NAME ¢ ELEVATION

DETAIL REFERENCE

A, BUILDING 15 PART OF NATIONAL REGISTER OF HISTORIC PLACES. ALL WORK KILL BE
CARRIED OUT IN ACCORDANCE WITH THE SECRETARY OF THE INTERIORS STANDARDS FOR
THE TREATMENT OF HISTORIC PROPERTIES, PARTICULARLY , THE STANDARDS FOR

PRESERVATION.

B. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF

FINISHED WALL (NOMINAL).

C. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE. PORTIONS OF EXISTING
CONSTRUCTION MAT HAVE BEEN REMOVED BY OWNER.

D. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM
WORK OR TO MODIFY EXISTING PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

E. CONTRACTOR RESPONSIBLE FOR PROPER ABATEMENT OF ANY HAZARDOUS MATERIALS
REQUIRED TO BE REMOVED IN AREAS AFFECTED BY SHORING INSTALLATION AS PART OF BASE

BID.

F. CONTRACTOR SHALL ENSURE ALL CURRENTLY OPERATING MECHANICAL. PLUMBING AND
ELECTRICAL SERVICES ARE MAINTAINED THROUGHOUT THE SHORING INSTALLATION AS PART OF

THE BASE BID.

G. CONTRACTOR RESPONSIBLE FOR DESIGN, DETAILS AND INSTALLATION OF ALL SHORING.
MAINTAIN EXISTING MATERIALS AND CONDITIONS WHERE EVER POSSIBLE. ANY MATERIALS
REMOVED OR DAMAGED SHALL BE REPLACED.

H. CONTRACTOR TO PATCH EXTERIOR WALLS WHERE DAMAGE HAS OCCURED FROM ROOF

STRUCTURE. BUILDING TO BE BROUGHT BACK TO ORIGINAL CONDITION, AND WATER TIGHT AT

THESE AREAS AS SPECIFIED IN CONTRACT DOCUMENTS. LIMITS OF CONSTRUCTION INDCATED ON
EXISTING CONDITION PHOTOGRAPHS ON SHEET AIOI.

J. CONTRACTOR RESPONSIBLE FOR REINSTALLATION OF ALL ITEMS REMOVED AND STORED.
EXTREME CARE SHALL BE TAKEN IN HANDLING OF REMOVED, STORED AND REINSTALLED [TEMS.
EVERY EFFORT SHALL BE MADE TO MAINTAIN EXISTING CONDITION DURING REMOVAL AND

REINSTALLATION OF THESE ITEMS, INCLUDING ANY SPECIFICALLY LISTED ITEMS, TRIM AND/OR

MOLDINGS AND THOSE ITEMS NEEDED TO BE REMOVED DURING CONSTRUCTION.

FLOOR PLAN NOTES

(D) sHORNG NOTES:

- GENERAL EXTENT OF SHORING LIMITS INDICATED ON FLOOR PLANS
- ORCHESTRA PIT COVER AND RAILING TO BE REMOVED AND STORED FOR

REINSTALLATION

- FLOOR SURFACE USED TO MAKE FLAT SEATING BASE TO BE REMOVED AND

STORED FOR REINSTALLATION

- REMOVAL OF STAGE EXTENSION FOR STORAGE AND REINSTALLATION
- STAGE STAIR AND STAIR RAILING REMOVAL OPTIONAL BASED ON EXTENTS OF

SHORING

SNCNCRCONONONOROXC),

STORAGE AREA FOR REMOVED [TEMS.

APPROXIMATE LOCATION OF FAILING ROOF TRUSS ABOVE.
APPROXIMATE LOCATION OF FAILING ROOF BEAM ABOVE.
NO SHORING PERMITTED ABOVE OR BELOW BALCONY.

NO SHORING PERMITTED IN BACKSTAGE AREA.

CONTRACTOR ACCESS THROUGH THIS DOOR.
CONTRACTOR STAGING AND LIGHT TOOL STORAGE AREA.

CONTRACTOR ACCESS NOT PERMITTED IN THIS AREA.

NO SHORING PERMITTED IN AREA BENEATH BALCONIES, BOXES AND STAIRS.
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2 UPPER LEVEL ROOF PLAN -
~” ARCHITECTURAL REPAIRS

—  SCALE: "= 1-0"

NOTE:

DUE TO THE HISTORIC NATURE OF THE BUILDING, ANY SCAFFOLDING THE
CONTRACTOR MAY CHOOSE TO ERECT TO ASSIST IN REMOVAL, SALVAGE,
REPLACEMENT AND TUCKPOINTING 0OF THE BRICK MASONRY, ROOFING, GUTTERS,
DOWN SPOUTS AND FLASHING SHALL BE COMPLETELY STABLE AND SELF
SUPPORTING WITHOUT FASTENING TO THE EXISTING BUILDING IN ANY WAY. NO
ATTACHMENT OF ANY KIND TO THE EXISTING BUILDING PERMITTED.
CONTRACTOR MUST DESIGN AND ERECT SCAFFOLDING TO MAINTAIN A MINIMUM
OF 12 INCHES BETWEEN FACE OF SCAFFOLDING AND EXISTING BUILDING

RF PATCH

ROOF PLAN - SYMBOLS LEGEND

—— DIRECTION OF 8LOPE [[TT1]] REROOF AREA

@ ROOF PLAN NOTE

SELF-ADHERING

[ CONSTRUCTION LIMITS UNDERL AYMENT

%} DETAIL REFERENCE

ROOF PLAN - GENERAL NOTES

A

B.

EXISTING ROCF FRAMING
MEMBERS

EXISTING ROCF DECKING

ASPHALT SHINGLES ON
SELF-ADHERING
UNDERLATMENT

FLASHING AT NEW GUT
SYSTEM OR REINSTALLED
GUTTER SYSTEM.
SOLDER JOINTS.

NEW BASE PLATE AT
REBULT MASONRY WAL, |
MATCH EXISTNG PLATE SIZE

AND SPECIES.

EXISTING GALY. GUTTER
STSTEM

SEALANT

EXISTING BRICK WALL \ 7
7%/ /|

AREA TO BE REROOFED INDICATE BY CONSTRUCTION LIMITS. EAST AND WEST LIMITS OF
PATCH TO TERMINATE AT CENTER LINE OF CLOSEST ROOF RAFTER.

DIMENSIONS ON ROOF PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL).

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM
WORK OR TO MODIFY EXISTING PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

CONTRACTOR RESPONSIBLE FOR PROPER ABATEMENT OF ANY HAZARDOUS MATERIALS
REQUIRED TO BE REMOVED IN AREAS AFFECTED BY SHORING AND ROOCF INSTALLATION AS
PART OF BASE BID.

COORDINATE AND VERIFY ALL EXISTING ROOF OPENINGS AND PENETRATIONS.

PROVIDE WATER TIGHT INTEGRITY AT ALL PENETRATIONS AND EQUIPMENT PER ROOFING
MANUFACTURERS STANDARD DETAILS AND REQUIREMENTS FOR WARRANTY AND CURRENT
NRCA STANDARDS.

. REPLACE DAMAGED DECKING WITH TG DECK BOARDS MATCHING THE EXISTING SHEATHING

TYPE, THICKNESS, WIDTH AND COMPOSITION.
REFER TO SPECIFICATIONS FOR ROOFING SHINGLE TTPE AND COLOR.
MAINTAIN EXISTING LIGHTNING PROTECTION STSTEM.

NN/

OLN)Z00NN 7

72\ TYPICAL WALL @ EAVE LINE
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KEY NOTES FOR PLANS: KEY NOTES FOR PLANS (CONTINUED):

NOTE — MAIN BODY OF AUDITORIUM FLOOR
(UNSHADED) SLOPES DOWN FROM SOUTH

TO NORTH APPROXIMATELY 3/4” PER FOOT
TO BRICK PIERS ALONG THIS LINE.

INFORMATION PERTAINING TO EXISTING CONDITIONS GIVEN ON
THESE DRAWINGS REPRESENTS TO THE BEST OF OUR KNOWLEDGE
THE ACTUAL EXISTING FIELD CONDITIONS, BASED ON AVAILABLE
EXISTING DOCUMENTATION AND FIELD INVESTIGATION.  ARNOLD
AND O’SHERIDAN, INC. MAKES NO WARRANTY AS TO THEIR
ACCURACY BEYOND THE AREAS SPECIFICALLY UNCOVERED DURING
FIELD INVESTIGATION. CONTRACTOR TO FIELD VERIFY EXISTING
CONDITIONS CRITICAL TO WORK, INCLUDING DIMENSIONS.

(3) WYTHE BRICK WALL/PIERS 12 5/8" WIDE

25 1/2"x25 1/2” BRICK MASONRY PIERS ROTATED APPROXIMATELY
45 DEGREES FROM ORIENTATION OF PERIMETER BASEMENT WALLS.

5 1/4"x7 3/8”7 WOOD COLUMN FROM BOTTOM OF STRUCTURE TO
SOIL AT BASEMENT LEVEL. WORKING WEST TO EAST, COLUMNS SIT

ON WOOD "FOOTING BLOCKS” OF THE FOLLOWING PLAN SIZES:

[11 1/2°x12 1/27, 11 1/4"x14”, 24"x7 1/4”, 11 1/2"x13 1/2",
9”x22 3/4”]. PRESENCE OF ADDITIONAL STONE OR CONCRETE
BELOW FOOTING BLOCKS HAS NOT BEEN VERIFIED. CENTER
WOODEN COLUMN IS TOPPED WITH 7”x21 1/2” BEARING BLOCK.

13'-8 1/27 WOOD AT A TWO LOCATIONS AT THE ROOF AREA IN THE ATTIC
LEVEL OF THE BUILDING HAVE BEEN TESTED BY FOREST PRODUCT

LABS IN MADISON, WISCONSIN, AND FOUND TO BE RED PINE.

SOIL IN THE BASEMENT AREA HAS BEEN TESTED AT TWO
LOCATIONS TO DETERMINE SUITABILITY FOR SUPPORT OF SHORING

3 SYSTEMS AND LOADS. A REPORT PREPARED BY THE
I r o P 0 W GEOTECHNICAL ENGINEER WHICH INCLUDES SOIL BEARING FRAMING BENEATH STAGE AREA IS SHOWN SCHEMATICALLY BUT NOT

CAPACITY IS ON FILE FOR REVIEW AND USE OF THE CONTRACTOR. SPECIFICALLY ANNOTATED AS [T IS BEYOND THE SCOPE OF WORK

CONTRACTOR 1S TO FAMILIARIZE HIMSELF WITH THE GENERAL ANTICIPATED. SHOULD UNANTICIPATED SHORING IN THIS AREA BE
S T R INFORMATION AND SPECIFIC RECOMMENDATIONS OF THIS REPORT REQUIRED, CONTRACTOR TO FIELD SURVEY AND ESTABLISH MEMBER
O IR RSN FRAMING SIZES AS NECESSARY.
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APPROXIMATE MAXIMUM PERMITTED PLAN EXTENT OF SHORING IN APPROXIMATE DISTANCE FROM BASEMENT FLOOR LEVEL TO BOTTOM PICTURE #1

AUDITORIUM ABOVE. CONTRACTOR TO VERIFY ACTUAL SHORING OF STRUCTURE AT LOCATION MARKED BY 4 :
EXTENT BASED ON FIELD SURVEY AND LIMITATIONS CONTAINED IN , ) LOW LEVEL FLOOR SUPPORT GIRDER (Cm)
] DRAWINGS AND SPECIFICATIONS. @ 6-11/4
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MID LEVEL FLOOR SUPPORT BEAMS (Cn)

eessslscsfessscscfosfoceccsce

PERIMETER BUILDING WALLS ARE BEARING WALLS, AND CONSIST 5—-9”
OF APPROXIMATELY 24" THICK RUBBLESTONE AND MORTAR.
ACTUAL WALL THICKNESS, AND RELATIONSHIP TO BRICK WALLS

ABOVE VARIES OVER PLAN AREA SHOWN.

000000000 000000 Kt 0O0000000
esssssssfessscscfosfogsccsce
essesscssfposccsedodocneesess
eessssssfessscscfosfocscecce

+ 216

UPPER LEVEL FLOOR SUPPORT BEAMS FOR ALCOVES AND BOX
SEATS ABOVE (INDICATED ON DRAWINGS BY SHADING). BEAM SIZE

APPROXIMATELY 3"x14” AT 16" OC, SPACING, ORIENTATION, EXTENT
41 1/4" AND SUPPORT VARIES OVER PLAN AREA. NO SHORING PERMITTED
IN THESE AREAS

5-2 1/2"

b

k34

© @ ©

WOOD BEAM AND GIRDER SIZES NOTED ARE SUBJECT TO MINOR
VARIATION EVEN WITHIN A CONTINUOUS RUN. SIZES NOTED
REPRESENT ACTUAL MEASUREMENTS AT DISCRETE LOCATIONS.
SPACING NOTED IS SUBJECT TO VARIATION.

171o /2

(Ca- -
N 12’3 3/4" i

2 3/4"x11 5/8" FLOOR BEAMS @ 1670C

©

3"x11 5/8" FLOOR BEAM

3"x13 3/4" FLOOR BEAM

FLOOR SUPPORT BEAMS FOR AUDITORIUM ABOVE (Cj)

2 1/2"x13 3/8” FLOOR BEAM

FLOOR SUPPORT GIRDER FOR AUDITORIUM ABOVE (Cp)

@© @ © ©

5 1/2"x7” BEAM ON 5 1/2"x2 1/2" BEAM CANTILEVERING

nch

OFF BRICK MASONRY PIER PROVIDING SUPPORT FOR FLOOR

SOUTHERNMOST FLOOR SUPPORT GIRDER (Cqg) IN FRONT OF

one

one foot

three quarters inch

one foot

inch

one half

three eighths inch = one foot

one quarter inch = one foot

inch = one foot
16

ighth

one eig

GIRDER/WALL COMBINATION

BEAMS ABOVE AT NOTCHES

WOOD COLUMN (F) SUPPORTING GIRDER (Cp). NOTE
WOODEN "FOOTING BLOCK”

11°=10 1/4”
| Cs

44°—4 1 /47

26 /2

(2) 2 3/4"x11 5/8” HEADER BEAMS

Ja

(3) 2 7/8°x13 3/8" HEADER BEAM, LAID FLAT BRICK PIER (G)

(4) 2 1/2°x13 3/8" HEADER BEAM

)143ﬂ<

" KR 12'—1 3/4” 2 7/8"x13 1/4” FLOOR BEAMS AT 16”0C
= =l 2 7/8"x11 3/4” FLOOR BEAM
. 3-8 1/2] Cp

@ ® O @ O

(2) 3"x13 1/2” FLOOR GIRDERS. GIRDERS SLOPE AT
VARYING ANGLES FROM SOUTH TO NORTH, AND RUN
BENEATH AND SUPPORT FROM ONE TO THREE LEVELS OF
FRAMING ABOVE AT ALCOVES AND BOX SEATS ON EAST AND

= WEST SIDES OF BUILDING. AREA SHOWN SHADED
| I .
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.o 0 eeeccsccchecesccccccfecccccccchoccccocedoceccccccfocecccccdeccccccocfocccccccchocccnne 3 ”»” ”»”
B0 G Xt SRR, R QRN KK XD IR Xt Rl SSRooon o : 2) 3’x13 1/2” FLOOR GIRDERS SUPPORTING STAGE
eeeecccccchocesccceccchoceccscccdecccscccchocccccccdoceccccccfocecccocdeccscccccfocccccsccheccccccechocccccecfocccccccchocees RAM'NG B AM O NOR A OW R L VA |ON ) 7]
EAMS E , LOWER ELE 1 7/8x5 7/8° HEAD PLATE
® GIRDER/WALL COMBINATION SUPPORTING STAGE FRAMING (2) 3"x13 1/2” GIRDERS
BEAMS TO THE NORTH, AT LOWER ELEVATION. SEE

3"x13 1/2” FLOOR BEAMS FLOOR SUPPORT BEAMS BEYOND (Cw)

1 5/8"x12" FLOOR BEAM (5) 1 7/8x5 7/8” WALL STUDS

2"x12” FLOOR BEAM

(2) 7/8"x5 7/8” HEAD PLATES

3"x13 1/2" FLOOR BEAMS LOWER THAN BALANCE OF STAGE
SUPPORT BEAMS

(2) 2 7/8"x13 1/2” LAID FLAT

© ® ® 60 0

2 3/4"x13 1/2" LAID FLAT

/ 1\ _EXIST FIRST FLOOR FRMAING PLA

S100 SCALE: 1/4"=1'-0"

Contractors are responsible for the means, methods, techniques,
sequences and procedures of construction including, but not limited
to, temporary supports, shoring, forming to support imposed loads
and other similar items.
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~23'—0 3/4”

EXIST ATTIC FLOOR FRAMING PLAN M

S101

SCALE: 1/4"=1"-0"

\ /

ADDITIONAL FRAMING NOT SHOWN OR OTHERWISE NOTED ON
THESE PLANS EXISTS BELOW THE ATTIC FLOOR FRAMING. THE
LARGEST PORTION OF THIS FRAMING EXISTS IN THE EAST AND
WEST APSES ABOVE THE BOX SEATS AND ACCESS STAIRS
BELOW, BUT MAY OCCUR AT OTHER LOCATIONS AS WELL.
CONTRACTOR TO FIELD VERIFY ALL FRAMING CRITICAL FOR
SHORING AND REPAIR ACTIVITIES.

KEY NOTES FOR PLANS:

INFORMATION PERTAINING TO EXISTING CONDITIONS GIVEN ON
THESE DRAWINGS REPRESENTS TO THE BEST OF OUR KNOWLEDGE
THE ACTUAL EXISTING FIELD CONDITIONS, BASED ON AVAILABLE
EXISTING DOCUMENTATION AND FIELD INVESTIGATION.  ARNOLD
AND O’SHERIDAN, INC. MAKES NO WARRANTY AS TO THEIR
ACCURACY BEYOND THE AREAS SPECIFICALLY UNCOVERED DURING
FIELD INVESTIGATION. CONTRACTOR TO FIELD VERIFY EXISTING
CONDITIONS CRITICAL TO WORK, INCLUDING DIMENSIONS.

WOOD AT A TWO LOCATIONS AT THE ROOF AREA IN THE ATTIC
LEVEL OF THE BUILDING HAVE BEEN TESTED BY FOREST PRODUCT
LABS IN MADISON, WISCONSIN, AND FOUND TO BE RED PINE.

APPROXIMATE MAXIMUM PERMITTED PLAN EXTENT OF SHORING IN
AUDITORIUM BELOW. CONTRACTOR TO VERIFY ACTUAL SHORING
EXTENT BASED ON FIELD SURVEY AND LIMITATIONS CONTAINED IN
DRAWINGS AND SPECIFICATIONS.

PERIMETER BUILDING WALLS ARE BEARING WALLS, AND CONSIST
OF THREE OR FOUR WYTHES OF CREAM CITY BRICK. ACTUAL
WALL THICKNESS, AND RELATIONSHIP TO RUBBLE WALLS AT
FOUNDATION LEVEL VARIES OVER PLAN AREA SHOWN.

WOOD BEAM AND GIRDER SIZES NOTED ARE SUBJECT TO MINOR
VARIATION EVEN WITHIN A CONTINUOUS RUN.  SIZES NOTED
REPRESENT ACTUAL MEASUREMENTS AT DISCRETE LOCATIONS.
SPACING NOTED IS SUBJECT TO VARIATION.

(@ 1 7/8°x1 7/8" CONTINUOUS PLATE AT TOP OF LATH AND
PLASTER SUPPORT WALL BELOW. TOP OF PLATE LEDGER

SET 30” BELOW TOP OF SUPPORTING BRICK WALL

® 1 7/8°X 1 7/8" PLASTER SUPPORT FRAMING @ 16" OC
SLOPING DOWN TOWARDS EXTERIOR WALL AT APPROXIMATELY
40 DEGREE ANGLE FROM HORIZONTAL

1 7/8"x 5 7/8" CEILING SUPPORT BEAMS @16” OC
STEPPING DOWN TOWARDS EXTERIOR WALL AT
APPROXIMATELY 25 DEGREES FROM HORIZONTAL TO MATCH
BOTTOM TRUSS CHORD.

©

1 7/8" X 5 7/8" CEILING SUPPORT BEAMS @ 16" OC

1 7/8°x4” BEAM. AT SOUTH WALL BEAM IS ATTACHED TO
BRICK AS LEDGER BEAM

1 7/8"x3 7/8” CEILING SUPPORT BEAMS @16” OC
(NO SLOPE)

@ o0 @ ©

1 7/8"x4” CEILING SUPPORT BEAMS @16 OC SLOPING
DOWN TOWARD EXTERIOR WALL OR VALLEY RAFTER AT
APPROXIMATELY 35 DEGREES FROM HORIZONTAL

2 3/8"x5 7/8” VALLEY SUPPORT BEAM

1 7/8"x4” CEILING SUPPORT BEAMS @16” OC (NO SLOPE)
1 7/8"x7 3/4” BEAM ATTACHED TO BRICK WALL

1 7/8"x7 3/4” VALLEY SUPPORT BEAM

1"x1 7/8" CEILING SUPPORT BEAMS FRAMING OPENING
THROUGH PLASTER CEILING BELOW

2"x7 7/8" CEILING SUPPORT BEAMS @ 16" OC

1 7/8°x5 3/4” CEILING SUPPORT BEAMS BELOW FOR
BARREL VAULTED CEILING — SEE 2/S400. BEAMS ARE
HUNG AT SOUTH END FROM CEILING SUPPORT BEAMS (p)
AND OTHERS, AND BEAR AT NORTH END ON PROSCENIUM
TRUSS OR FRAME WALL. BEAM EXTENT IS APPROXIMATELY
10 FEET FURTHER TO THE EAST AND WEST THAN SHOWN ON
PLAN (NOT SHOWN FOR CLARITY). BEAMS IN THOSE AREAS
GRADUALLY SPLAY AT THE SOUTH END TO FOLLOW LINE OF
CEILING VAULT BELOW.

@ @ 6 & o ©

@ 1 3/4°x7 3/4” VALLEY SUPPORT BEAM

1 3/4"x5 7/8" CEILING SUPPORT BEAM

@

® 1 3/4°x7 3/4” BEAM ATTACHED TO BRICK WALL AS LEDGER

KEY NOTES FOR PLANS (CONTINUED):

& 006

EGE 630 GOG

MAJOR BUILDING SUPPORT TRUSS
OPENING IN ATTIC FLOOR FRAMING FOR ATTIC STAIR ACCESS

SHADING MARKS APPROXIMATE EXTENT OF WOOD WALKWAY,
WHICH RESTS ON 1 7/8"x4” CROSS MEMBERS (NOT SHOWN)

AT 2'—=2” C/C

FRAMING ABOVE STAGE AREA IS SHOWN SCHEMATICALLY BUT NOT
SPECIFICALLY ANNOTATED AS IT IS BEYOND THE SCOPE OF WORK
ANTICIPATED.  SHOULD UNANTICIPATED SHORING IN THIS AREA BE
REQUIRED, CONTRACTOR TO FIELD SURVEY AND ESTABLISH
MEMBER FRAMING SIZES AS NECESSARY.

INTERIOR BRICK LEDGE BELOW TOP OF FLAT APSE FRAMING

SLOPING ROOF AREA

2"X10” STUD WALL BELOW BEARING ON EITHER BRICK MASONRY
OR PROSCENIUM TRUSS. STUD WALL ABOVE IS 2"x3 3/4” @ 16~
OC AND FLUSH WITH STAGE SIDE OF 2"X10" WALL BELOW.

PROSCENIUM TRUSS SPANNING STAGE OPENING BELOW

SLOPING ROOF AREA. ADDITIONAL STAGE SUPPORT FRAMING
LOCATED BELOW ROOF AT LOWER LEVEL

2"X4” STUD WALL BELOW

3'—0" WIDE ACCESS DOOR TO TO FRAMING ABOVE STAGE FLOOR

APPROXIMATE DISTANCE FROM TOP OF ATTIC FLOOR LEVEL
TO BOTTOM OF ROOF STRUCTURE ABOVE AT LOCATION
MARKED BY ® :

(@ 8-0 1/4” TO BOTTOM OF APSE RIDGE RAFTER
® 19'-1 3/8” TO BOTTOM TO MAIN ROOF RIDGE RAFTER

© 8 -1 3/4” TO BOTTOM OF APSE RIDGE RAFTER

PICTURE DETAIL #1

PICTURE DETAIL #2

PICTURE DETAIL #4

Contractors are responsible for the means, methods, techniques,
sequences and procedures of construction including, but not limited
to, temporary supports, shoring, forming to support imposed loads
and other similar items.
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1\ EXIST ROOF FRAMING PLAN

A

S104 SCALE: 1/4”=1"-0"

KEY NOTES FOR PLANS:

INFORMATION PERTAINING TO EXISTING CONDITIONS GIVEN ON
THESE DRAWINGS REPRESENTS TO THE BEST OF OUR KNOWLEDGE
THE ACTUAL EXISTING FIELD CONDITIONS, BASED ON AVAILABLE
EXISTING DOCUMENTATION AND FIELD INVESTIGATION.  ARNOLD
AND O’SHERIDAN, INC. MAKES NO WARRANTY AS TO THEIR
ACCURACY BEYOND THE AREAS SPECIFICALLY UNCOVERED DURING
FIELD INVESTIGATION. CONTRACTOR TO FIELD VERIFY EXISTING
CONDITIONS CRITICAL TO WORK, INCLUDING DIMENSIONS.

WOOD AT A TWO LOCATIONS AT THE ROOF AREA IN THE ATTIC
LEVEL OF THE BUILDING HAVE BEEN TESTED BY FOREST PRODUCT
LABS IN MADISON, WISCONSIN, AND FOUND TO BE RED PINE.

APPROXIMATE MAXIMUM PERMITTED PLAN EXTENT OF SHORING IN
AUDITORIUM BELOW. CONTRACTOR TO VERIFY ACTUAL SHORING
EXTENT BASED ON FIELD SURVEY AND LIMITATIONS CONTAINED IN
DRAWINGS AND SPECIFICATIONS.

PERIMETER BUILDING WALLS ARE BEARING WALLS, AND CONSIST
OF TWO, THREE OR FOUR WYTHES OF CREAM CITY BRICK.
ACTUAL WALL THICKNESS, AND RELATIONSHIP TO RUBBLE WALLS
AT FOUNDATION LEVEL VARIES OVER PLAN AREA SHOWN.

WOOD BEAM AND GIRDER SIZES NOTED ARE SUBJECT TO MINOR
VARIATION EVEN WITHIN A CONTINUOUS RUN. SIZES NOTED
REPRESENT ACTUAL MEASUREMENTS AT DISCRETE LOCATIONS.
SPACING NOTED IS SUBJECT TO SIGNIFICANT VARIATION.

@ (2) 1 1/2"x11 7/8" SILL PLATES

5 7/8"x8” ROOF JOIST SUPPORT GIRDER

1 7/8"x9 3/4” CONTINUOUS RIDGE BOARD

@ @ ©

1 7/8"x7 3/4” ROOF JOISTS @ 18" 0OC, BUT ACTUAL
SPACING VARIES WIDELY. JOISTS ARE NOTCHED AT FIRST
GIRDER SUPPORT

1 3/4"x5 7/8” ROOF JOISTS @ 18" 0OC, BUT ACTUAL
SPACING VARIES WIDELY.

@

MULTIPLE WYTHES OF 1 1/2"x11 7/8" SILL PLATES.
QUANTITY VARIES ALONG LENGTH OF WALL. AT TRUSS END
PLATES SPAN FROM WALL TO, AND ARE SUPPORTED ON
TRUSS TOP CHORD

©

3 3/4"x5 7/8” KNEE BRACE
2 5/8"x11 7/8" VALLEY RAFTER

1 7/8"x7 7/8" ROOF JOISTS @ 18" 0OC, BUT ACTUAL
SPACING VARIES WIDELY

1 7/8"x5 7/8” ROOF JOISTS @ 18" 0OC, BUT ACTUAL
SPACING VARIES WIDELY

1 7/8"x7 5/8” RIDGE BOARD
2 7/8°x11 7/8” VALLEY RAFTER

MULTIPLE WYTHES OF 1 1/2"x11 7/8" SILL PLATES.
QUANTITY VARIES ALONG LENGTH OF WALL

©@ 060606 6 O o @

(3) 1 7/8"x7 7/8" POST—TENSIONED WOOD BEAM WITH
CENTER THREADED KING POST AND 1" DIAMETER IRON ROD.
SEE DETAIL 1/S401

1 7/8"x5 7/8" KNEE BRACE

2 1/2"x11 7/8" VALLEY RAFTER

1 7/8"x5 3/4” ROOF JOISTS AT 18" OC
2 3/4"x11 5/8” VALLEY RAFTER

1 7/8°x7 3/4” ROOF JOISTS

1 7/8°x5 7/8" ROOF JOISTS

® 0 © 0 @ O @

1 7/8°x8" ROOF JOIST

KEY NOTES FOR PLANS (CONTINUED):

@ MAJOR BUILDING SUPPORT TRUSS

@ ROOF HATCH AND ACCESS LADDER BELOW (NOT SHOWN)

@ ROOF FRAMING ABOVE UPPER STAGE FRAMING NOT SHOWN AS [T
IS BEYOND THE SCOPE OF WORK ANTICIPATED. SHOULD
UNANTICIPATED SHORING IN THIS AREA BE REQUIRED, CONTRACTOR
TO FIELD SURVEY AND ESTABLISH MEMBER FRAMING SIZES AS
NECESSARY

SLOPING ROOF ABOVE STAGE AREA

STUD WALL CONSISTING OF 27°x3 3/4” @ 16" OC WITH DECK
BOARDS ON STAGE SIDE OF WALL

© @

7/87"x5" TONGUE AND GROOVE DECK BOARDS — TYPICAL

PICTURE #1

ATTIC FLOOR FRAMING BELOW.
SEE SHEET $S104

(3) PLY POST—TENSIONED SUPPORT BEAM,
WITH THREADED KING POST AND TENSIONING

ROD LAG SCREWED TO ENDS OF BEAM (Cp)
MAJOR BUILDING TRUSS BEYOND

— ROOF JOISTS (Ce)

—— TONGUE AND GROOVE DECK BOARDS (J)

VALLEY RAFTERS ON NORTH AND SOUTH SIDES OF

APSE ROOF FRAMING

TYP ROOF JOISTS (Ce)

TONGUE AND GROOVE DECK BOARDS (V)

PICTURE #2

(3) PLY POST—TENSIONED ROOF
SUPPORT BEAM

1”7 DIAMETER IRON BAR

THREADED KING—POST WITH BASE SHOE

APSE RIDGE BOARD EXTENSION (Cm)

and other similar items.

Contractors are responsible for the means, methods, techniques,
sequences and procedures of construction including, but not limited
to, temporary supports, shoring, forming to support imposed loads
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one eighth inch

10” WIDE x 10" DEEP BEARING BLOCK, 10”
LENGTH EMBEDDED IN WALL PLUS 1'-117
LENGTH PROTRUDING FROM WALL.

: = l e |
U j / |

EXISTING 2"x4” JOIST. TRIM TO FIT
AGAINST LVL, USE SIMPSON U24(R)

—
~\\\/
C

1 2 4 6 7 8
NOTES
(A) (2) 2’x11 1727 SILL PLATES
12 1/2" BRICK MASONRY WALL
GENERAL NOTES:
(c) 1 7/8x1 7/8” CONTINUOUS PLATE AT TOP
WORK DESCRIBED BY THE S SERIES DOCUMENTS IS INTENDED OF LATH AND PLASTER WALL SUPPORTING
TO INCLUDE ALL LABOR AND MATERIALS NECESSARY TO CEILING PLASTER SUPPORT FRAMING
COMPLETE THE FOLLOWING ITEMS OF WORK IN THE AREAS KEY_NOTES —
SPECIFICALLY DESIGNATED ON THE DRAWINGS: ) ) g ‘ @ 1 7/8"x1 7/8" PLASTER SUPPORT FRAMING
« TEMPORARILY SHORE EXISTING BUILDING ROOF TO RELIEVE : @ 1 7/8"x1 7/8” PLASTER CEILING SUPPORT  r. R N N N N, N T N S _— AT 16” OC
LOAD FROM FAILING STRUCTURAL MEMBERS. LIMITATIONS ON = BEAMS @ 16” OC SR N il | | N | | || | 1| | N | | N
DRAWNGS AND IN THE SPECIFICATIONS ARE INTENDED = o e % (©) 1 7/8™ 5 7/8" CELING SUPPORT BEANS
SOLELY TO PROTECT THE HISTORIC NATURE OF THE 7 1 7/8°x7 3/4" LEDGER BEAM = | @16” OC STEPPING DOWN TOWARDS EXTERIOR
(F) () (F) WALL AT APPROXIMATELY 25 DEGREES FROM
BUILDING, AND DO NOT RELIEVE THE CONTRACTOR FROM @ | 7/8"x4” PLASTER CEILING SUPPORT BEAMS T oA TOXMAIELY, 20 DRGREES,
FULL AND COMPLETE RESPONSIBILITY FOR THE MEANS, e 16" oc (®) CHORD
METHODS, TECHNIQUES, SEQUENCES AND PROCEDURES OF :
CONSTRUCTION INCLUDING, BUT NOT LIMITED TO, TEMPORARY @ | 7/8"4” SUPPORT BEAM @ 1 7/8 X 5 7/8” CEIING SUPPORT BEAMS
SUPPORTS, SHORING, FORMING TO SUPPORT IMPOSED LOADS X . ” . ” . "
AN, R SR T (® 18.1/2" espaTen THNESS o BRCK 2 = —= Sl Srport BB Camees T
« REPAIR OR REPLACE ELEMENTS OF THE EXISTING STRUCTURE
AS DESCRIBED ELSEWHERE SO THAT THE REPAIRED OR MASONRY WALL ABOVE STEP BEYOND. cL 2" x 7 7/8”
REPLACED ELEMENTS OF THE STRUCTURE ARE FULLY .
INTEGRATED WITH THE EXISTING ELEMENTS TO REMAIN, AND © @ (3) 1 7/8”x11 1/2” SILL PLATES. DEPTH, @ LATH AND PLASTER
ARE CAPABLE OF SUPPORTING THE IMPOSED ROOF LOADS IN ~ QUANTITY AND WIDTH OF SILL PLATES VARIES
THE SAME MANNER AS THE ORIGINAL STRUCTURE. ) ALONG WALL LENGTH @ PURLIN AND ROOF RAFTER, SEE 6/S400.
« REMOVE SHORING UPON COMPLETION OF STRUCTURAL REPAIR
OR REPLACEMENT, AND RETURN REMAINING PREMISES TO @ 1 7/8"x7 7/8” ROOF RAFTERS @ 18" OC. @ REMOVE EXISTING WOOD TRIM PIECES ONLY
ORIGINAL CONDITION, EXCEPT AS SPECIFICALLY NOTED @\\ SPACING VARIES WIDELY. | | AS SPECIFICALLY REQUIRED FOR INSTALLATION
ELSEWHERE. g OF SHORING AND TRUSS REPAIR. REPLACE
45'—11” VERIFY
1 7/8"x7 5/8” RIDGE BOARD 1"-0 1/2" 1'=0 1/2” TO ORIGINAL CONDITION UPON COMPLETION
INFORMATION PERTAINING TO EXISTING CONDITIONS GIVEN ON @ / / ! ! OF REPAIR WORK. NOT ALL WOOD TRIM
TiEeE DRCS BTRESONS 10 T 9 S 9 ey on o e w0 vz D 12, S osaes. o amox TION THR PPER FRA RT
, , " ~7 - ~7'=2" ~8 - : " MASONRY WALL BELOW STEP BEYOND. m
AVAILABLE EXISTING DOCUMENTATION AND FIELD INVESTIGATION. 1"-0 1/2 1'-0 1/2 o) SECTION THROUGH U E CEILING MING LOOKING NORTH
ARNOLD AND O’SHERIDAN, INC. MAKES NO WARRANTY AS TO ~23—0 3/4” ® ADDITIONAL FRAMING FOR BALCONY CEILINGS \gy SCALE: NONE
THEIR ACCURACY BEYOND THE AREAS SPECIFICALLY UNCOVERED AND AUDITORIUM VAULTED CEILING (AT WEST ‘
DURING FIELD INVESTIGATION. CONTRACTOR TO FIELD VERIFY NOTES
EXISTING CONDITIONS AND DIMENSIONS CRITICAL TO THE WORK. END OF APSE) BELOW NOT SHOWN
@ APPROXIMATE LOCATION FOR WOOD ’SAMPLE
SPECIFICALLY INCLUDED IN THE SCOPE OF WORK IS PROVIDED 1! THAT WAS EXAMINED BY CENTER FOR
FOR CONTRACTORS GENERAL INFORMATION ONLY, AND IS NOT SECTION THRU EAST APSE FRAMING LOOKING EAST EVSTOE%M/THQEO“T"S SES,EQESHP”(\FQA%ESSE, W) AND
INTENDED TO EXTEND THE SCOPE OF WORK. m : ’
— PRESUMABLY PINUS RESINOSA’.
THE EXISTING BUILDING, ITS STRUCTURE AND ATTACHMENTS, AND \Sf'y SCALE: 1/4" = 1'-0 N i
THE SURROUNDING SITE ARE HISTORICALLY IMPORTANT, AND 1 3/47x9 7/8” RIDGE BOARD.
HAVE BEEN DESIGNATED AS PART OF A NATIONAL HISTORIC )
LANDMARK BY THE SECRETARY OF THE INTERIOR. ALL ITEMS OF @ 1 11/16” DIAMETER IRON BAR, THREADED AT
ANY SIZE AND CONSEQUENCE ON THE GROUNDS AND WITHIN KEY NOTES TOP 'AND BOTTOM ENDS, WITH PLATE AND
THE BUILDING ARE CONSIDERED TO BE PART OF THE HISTORICAL NUT.
LEGACY OF THE CAMPUS AND MAY NOT BE REMOVED OR 1507 @ 2"x 7 7/8” CEILING SUPPORT BEAM WITH
ALTERED EXCEPT AS SPECIFICALLY PERMITTED BY THE DRAWINGS LATHE AND PLASTER. SEE SPECIFICATIONS @ EACH BOLT SHOWN IS 3/4” DIAMETER IRON
AND SPECIFICATIONS. FOR LIMITATIONS ON VERTICAL PENETRATION ROD, WITH BOLT HEAD AT BOTTOM, THREADED
OF THIS LAYER FOR SHORING SUPPORT. AT TOP WITH CONICAL WASHER AND SQUARE
CONTRACTOR SHALL ENSURE THAT ALL CURRENTLY OPERATING ~3 =3 NUT.
MECHANICAL, PLUMBING AND ELECTRICAL SERVICES ARE 1 7/8"x5 3/4” CEILING SUPPORT BEAM WITH
MAINTAINED THROUGHOUT THE WORK. TEMPORARY SHORING . LATHE, PLASTER AND METAL PANEL. LIMIT @ IRON STRAP, 2 1/2” WIDTH x 3/8"
SHALL NOT INTERFERE WITH THE OPERATION OF MECHANICAL, < REMOVAL OF THESE ELEMENTS TO THE THICKNESS, WRAPPED AROUND UPPER CHORD,
PLUMBING OR ELECTRICAL SERVICES. @D\N . MINIMUM AMOUNT NECESSARY FOR SHORING LOWER END ANCHORED TO SLOT IN LOWER
2 TO THE ATTIC FLOOR BEAMS (A) ABOVE. CHORD, ALSO FASTENED TO TRUSS LOWER
J REPLACE TO ORIGINAL CONDITION UPON CHORD FROM EACH SIDE WITH (4) —
al |1k 1 COMPLETION OF REPAIR WORK. 3/8" DIAMETER LAG SCREWS.
= 1 -
Z i N ” ”
e HH (C) CENTERLINE OF SUPPORTING TRUSS S (F) UPPER RAFTER IS 1 3/4’x5 7/8” SPACED AT
. e Nl APPROXIMATELY 1'—8” ON CENTER.
HAZARDOUS MATERIALS NOTES: Sy ) (D) PROSCENIUM TRUSS AND WALL ASSEMBLY o | =
'/,’,/”"//,,,,,/, h - ” ”
HAZARDOUS MATERIALS HAVE BEEN UNCOVERED AT VARIOUS (a) Vi N @ VERTICAL HANGERS FOR LOWER CEILING Nl @ LOWER RAFTER IS 1 7/8°x7 3/4" SPACED AT
LOCATIONS WITHIN THE BUILDING. A REPORT ON THE PRESENCE S NE | SUPPORT BEAM. EXACT SIZE. LENGTH N APPROXIMATELY 1°—8” ON CENTER. LOWE;
OF HAZARDOUS MATERIALS IS ON FILE FOR REVIEW AND USE OF S ORIENTATION AND LOCATION VARIES. RAFTER IS NOTCHED APPROXIMATELY 1 3/4”
THE CONTRACTOR. CONTRACTOR IS TO EXAMINE REPORT TO e — AT EACH PURLIN.
FAMILIARIZE HIMSELF WITH MATERIALS POSING A HAZARD, AND R <:> APPROXIMATE DISTANCE TO TOP OF SLOPED ., .
THEIR IDENTIFIED LOCATIONS WITHIN THE BUILDING. HAZARDOUS () S : 5 7/8” WIDE x 8" DEEP PURLIN. UPPER
1| AUDITORIUM FLOOR BELOW:
MATERIALS MAY EXIST AT LOCATIONS NOT SPECIFICALLY Sy PURLIN PLACED DIRECTLY ON TRUSS CHORD.
IDENTIFIED IN THAT REPORT. TO THE GREATEST EXTENT = @ 40'—10"
POSSIBLE, CONTRACTOR SHALL NOT DISTURB HAZARDOUS @ 5 7/8” WIDE x 8” DEEP PURLIN. LOWER
MATERIALS OR ITEMS SUSPECTED OF CONTAINING HAZARDOUS @ 411_011 PURLIN LACED ON 1 5/8”)( 5 3/4” BLOCK.
MATERIALS. IF THE WORK REQUIRES REMOVAL OR DISTURBANCE (Fo) D) (Fo)
OF HAZARDOUS MATERIALS, CONTRACTOR SHALL COMPLY WITH s o . .
ALL EPA REGULATIONS AND REQUIREMENTS, AND WITH THE © 38'-7 | @ gﬁEBgi ZEAZ:{'BS%V'ED%FX T}{%nggﬁoggMBER’
REGULATIONS AND REQUIREMENTS OF ANY OTHER AUTHORITY (10" SPACING)
HAVING JURISDICTION, CONCERNING THE REMOVAL AND LEGAL L :
DISPOSAL OF THOSE MATERIALS. - @ -
| DOUBLE 2"x6” HANGER, ONE ON EACH SIDE
/2 PARTIAL SECTION THROUGH AUDITORIUM CEILING | OF TRUSS CHORD (10" SPACING).
\ﬂy SCALE: 1/4" = 1'-0" 10'=9 3/4” | 10=9 3/4” ’ (L) DOUBLE 2°x12” PLATE.
' g O ”
12 1/2” BRICK MASONRY WALL.
- | 2'-3 1/2" \ D ;I ’<@] @

HANGER (VERIFY JOIST DIMENSIONS) o g 10" WIDE x 9 5/8" DEEP TRUSS CHORD.
L of ' 8” WIDE x 5 3/4” DEEP TRUSS MEMBER
o~ ) ) ) ) ) {e% ) 1,_0 1/2" 45'_11” VERIFY 1,_0 1/2,, .
o s 9 3/8” WIDE x 9 7/8” DEEP TRUSS CHORD.
x W=
2T O <
395 /& TRUSS PROFILE LOOKING NORTH TOWARD STAGE
>
—Jm \Wy SCALE: 1/4" = 1'-0"
N1: 10" MINIMUM. INCREASE IF NECESSARY
DUE TO JOIST LAYOUT N4
” ” rm Fn‘!
N2: EXISTING 2”°x6” JOIST SUPPORTED \ i i i
BY 2"x4” LEDGER N SN
|/ = —
10" - N3: 1 3/4"x9 1/4” LVL 2.0E 3100 Fb, TYPICAL 7 d
ég 1§r1o%| EE%ESD 2"x6” LEDGER <™ . /E : <= KEY NOTES KEY NOTES (CONTINUED)
N4: EXISTING 2”x4” JOIST SUPPORTED g g
” " 4" LEDGER S ey (et LDGER = T (A) REPLACE WITH NEW OR SALVAGED MATERIAL: (P) BOTH BEARING BLOCK AND TRUSS CHORDS AT
1.1/2°x1 1/2 1] (SEE SPECS FOR REQUIRED PROPERTIES) THE EXTERIOR WALLS ARE SHOWING SIGNIFICANT
LEDGER 2"v6” CEILING = = =g 10" WIDE x 10” DEEP  BEARING BLOCK, 10" DETERIORATION. AT THE EAST WALL THIS
2" 4" CEILING JOIST = D LENGTH EMBEDDED IN WALL PLUS 1'-=11" DETERIORATION IS SUFFICIENT TO HAVE CAUSED
Joist 2| W A LENGTH PROTRUDING FROM WALL. CONNECTION. ASSEMBLY. | 1T 15 ANTICIPATED. THAT
= .
\ ,/ 5 TYP (4) . REPLACE WITH NEW BOLT: GRADE 36 MATERIAL REPLACEMENT OF BOTH THE BEARING BLOCK AND
N LOCATIONS g WITH 1/4” PLATE WASHER AT BOTTOM AND m%ﬁ SHCD)EB/?GEVSTHEX%T'—”% SALZEEADBE'%TEVWG'_- 10
L = ~ . BEVELED WASHER AND NUT AT TOP AND BOTTOM.
. MATCH EXISTING BOLT LOCATION AND ORIENTATION. RESULT IN THE TRUSS PROFILE BEING RAISED
| | | | | \ SLIGHTLY MORE THAN 2 1/4” AT THE EXTERIOR
EXTG: LOWER RAFTER IS 1 7 8” 7 1 2” SPACED WALL, RESTORING THE TRUSS CHORDS TO THEIR
i - @ AT APPROXIMATELY 1'—8" ON/ CEXNTER/ LOWER ORIGINAL POSITION, AND PERMITTING FULL
z & : " BEARING OF BEAM NOTED IN D ABOVE.
Pz _ _ _ _ \ RAFTER IS NOTCHED APPROXIMATELY 1 3/4" AT DETERIORATION OF CONNECTION AT THE WEST
oT N EACH PURLIN. WALL DOES NOT APPEAR TO HAVE RESULTED IN
=~ SIGNIFICANT COMPRESSION OF THE CONNECTION
U) . . » ”
m EXISTING CEILING JOIST SUPPORT = N R 7\@ @ %R%J%LSPLV%EDXOEI 1DESE/P8"§’<UE'-'§-/4" ASSEMBLY.
0n N I > 2
\Sﬁty SCALE: 1 1/2" = 1'-0" o 22 ) & 9 5 BLOCK. BEAM NOT CURRENTLY BEARING ON @ BORATE RODS. SEE SPECIFICATIONS.
3 > TRUSS — SEE NOTE P.
o 5400 " »
LJ . S\ (E) EXTG: DOUBLE 2 7/8” WIDE x 10" DEEP
o /e M MEMBER, ONE ON EACH SIDE OF TRUSS CHORD
s - \ N (10” SPACING).
N ~ L
+ o r' > (F) EXTG: DOUBLE 2°x12" PLATE.
ouw 1 z H %)
\ | / NOTES X2 o 7x (G) REMOVE AND REPLACE WALL AS REQUIRED TO
/ ‘ \ N © Sy & PERFORM TRUSS REPAIRS. SEE SHEET S402
LOADS INDICATED ARE AXIAL FORCES BASED %bg 2 x> \ C i i
ON FULL DEAD LOAD PLUS FULL SNOW LOAD. . 7 L ou K @ EXTG: 10” WIDE x 9 5/8” DEEP TRUSS CHORD.
X OO Do YeYal S ” ”
(C) OR (T) INDICATES COMPRESSION OR TENSION. Lbsw z5 S0< @ EXTG: 9 3/8" WIDE x 9 7/8” DEEP TRUSS
K INDICATES LOAD GIVEN IN KIPS. || || || || | F CHORD.
AXIAL FORCES ARE BASED ON THE FOLLOWING k @ REPLACE: DETERIORATED TIMBER WITH NEW OR
ITEMIZATIONS: R SALVAGED MATERIAL (SEE SPECS FOR REQUIRED
PROPERTIES).
ROOF: 2.6 PSF (JOISTS) - - - - - - -
1.95 PSF (DECKING) 2) 410x3 1/2” LONG @ REPLACE: DETERIORATED TIMBER WITH NEW OR
0.125 PSF (FELT) (2) #10x3 1/ SALVAGED MATERIAL (SEE SPECS FOR REQUIRED
” WOOD SCREWS. DRILL
3.0 PSF (SHINGLES) (2) 5/8" DIA i PILOT HOLE TO PREVENT ; PROPERTIES).
+ SELF—WT OF 6”X8” PURLINS LAG SCREWS — 3" MIN SPLITTING. ALTERNATE SIDE
+ SELF—WT OF TRUSS MEMBERS 8" FOR EACH PAIR OF SCREWS @ PERPENDICULAR CUT — FIT TIGHT.
TYP 5.65 PSF (LATH & PLASTER) N, K (M) 3/8” THICK A36 STEEL PLATE EACH SIDE. FASTEN
CEILING: 2.6 PSF (JOISTS) < 5 © B '}.' - — — TS — WITH (8)”—7/8" DIAMETER BOLTS, A36 MATERIAL,
- R ;}\ < B - W 5 USING 4” DIAMETER MALLEABLE IRON SHEAR
LOWER  5.65 PSF (LATH & PLASTER) e | \ N PLATE CONNECTORS ON EACH SIDE (2 PER
CURVED 2.6 PSF (JOISTS) \ f \ BOLT). GEOMETRY AS SHOWN.
CEILING: 1.0 PSF (CURVED PANEL) NAIL EACH LAYER OF LVL
FROM NEAR SIDE
WITH 30d NAIL (5 GAGE 2x6 JOIST @ KEYED SCARF JOINT. PROFILE TIMBERS IN A Contractors are responsible for the means, methods, techniques,
SNOW: 16.3 PSF (OVER SLOPED SURFACE X 4 ']/2" LONG) OFFSET NEAT AND WORKMANLIKE MANNER SO THAT ALL sequences and procedures of construction including, but not limited
FROM FAR SIDE SURFACES ARE SMOOTH AND FIT TIGHT. to, temporary supports, shoring, forming to support imposed loads
OF ROOF) A _SECTION NAILS ‘AND PRE-DRILL 8 _SECTION to, temporary supports,
- - (0) STEEL PLATE TOP AND BOTTOM, A36. FASTEN

WITH 2—ROWS OF 3/4” DIAMETER BOLTS IN
GEOMETRY SHOWN (16 BOLTS TOTAL).

FINAL CONSTRUCTION DOCUMENTS
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= one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch
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T

=1 1/2" =3 1/4" 1'=5 1/2" 1'-4 3/4" 1'-4 3/4

r_7r =51/ 1'-51/

\
e O
2" 1,—k 1/2" L 1'-8" | 1"-9 1/2" | 1'-8" | 1’'—6" 1"-6 1/2" | 1’'=9” 8 1/4’;

KEY NOTES:

@ 10”°x10” TRUSS TOP CHORD.

EXTG 3—-PLY 1 7/87x7 7/8".

(©) EXTG 1 3/4x5 7/8" ROOF
RAFTERS. ~ SPACING AS SHOWN.

-
1

N
L M W 0 W WO

SCREWS.

J

11'—8 1/2"

11°=7 1/2"

=0

/1 EXTG FIELD—ADJUSTED POST TENSIONED BEAM TO BE REPLACED

@ 1” IRON BAR. POST—TENSIONED.
R ATTACHED AT ENDS WITH LAG

@ THREADED BAR WITH NUTS AND
PLATE WASHER.

@ KNEE— BRACE BELOW.

@ RIDGE BEAM BELOW.

(H) (3)- 2'x6” BRACE.

@ KNEE BRACE.

@ 2"x4” STUD WALL

\W SCALE: 1/2"=1"-0"

I/ 03 /8 1-51/27 14 3/47 14 34

1 1_711

I
O
J1-51/27 1-51/2" 141 1_g” r-91/27 g —¢” | 1-61/2

i
[

|
-

[—]

4 _—— — = A=

KEY NOTES:

@ 10”x10” TRUSS TOP CHORD.

NEW 5-PLY 1 3/4"x11 7/8" LVL
2.0E 3100 PS| Fb. PLACE ON

SAME CENTERLINE AS ORIGINAL

MEMBER.

11 7/8”

S =k

\
0

i
i

i
\

r_
| N —
<,4‘.,
!
@
!

@ EXTG 2”x6” ROOF RAFTERS.
SPACING AS SHOWN.

-~ @ 2-ROWS OF 1/2” DIAMETER BOLTS

e OR THREADED ROOS WITH WASHER

|

L (| f

EE D
L

Y B W

* 1
ey

EACH SIDE.

23,—6"

/2 PARTIAL REPAIR ELEVATION FOR FIELD—ADJUSTED POST TENSIONED BEAM

@ PROFILE END OF LVL ASSEMBLY TO
BEAR ON EXTG TRUSS TOP CHORD.

@ KNEE BRACE BELOW, RE—INSTALL.

@ RIDGE BEAM BELOW.
(H) (3)- 2'x6” BRACE.

(1) KNEE BRACE.

@ 2x4 STUD WALL.

@ 1 3/4"X5 1/2" LVL 2.0E 3100 Fb

KICKER.

\ﬂ_(y SCALE: 1/2"=1'-0"

TRIM EXISTING POST
TO BEAR AGAINST
NEW 5-PLY LVL

EXISTING (3) 2x6 POST

NEW POST EXTENDS
DOWN PAST BOTTOM
PLATE TO BEAR ON 5-—
PLY 2x WOOD HEADER

SIMPSON 'H1" TIE
AT EACH RAFTER

5—PLY LVL HEADER.

A\
N\

(5) 2x6 POST, CENT
UNDER CENTERPOINT
BEAM CROSS—SECTIO

EXISTING JOISTS

EXISTING WALL
[ BOTTOM PLATE

—
g 3
(@]
Olw ¥
=X 5
<5
Sy <
Njon =
L n
= <<f>* ~
ol
Ll 2
o
mLu()
ol E= .- - - - - - |-
—|<<
| L
T >
—_—

/3 BEAM REPAIR — END BEARING DETAIL

N PLACE ON SAME CENTER-—
\ LINE AS ORIGINAL MEMBER.

SIMPSON ’HI’ TIE
AT EACH RAFTER,
ATTACH WITH NAILS*

ER NEW 5-PLY LVL

OF

N 74
SIMPSON °L50’ \/// R

ATTACH WITH NAILS*

4/ EXISTING DECK BOARDS

OVERLAP AND SCREW
TO RAFTER**

D

1 3/4°X5 1/2” LVL
2.0E 3100 Fb KICKER
WHERE SHOWN (4
LOCATIONS TOTAL)

EXISTING 2x6 RAFTER

VERTICALLY STAGGERED)

EXTG 5-PLY 2x WOOD
I"HEADER (PLIES ARE

* SIMPSON 8d x 1 1/2" NAIL

** #10x3 1/2” LONG WOOD SCREW. DRILL

STENING

LvVL PLI ES/

FASTEN PLIES OF LVL

ASSEMBLY WITH (2) ROWS
OF 1/2” DIA BOLTS OR

THREADED RODS WITH
WASHER EACH SIDE
(24” SPACING)

A-SECTION PILOT HOLE TO PREVENT SPLITTING

/4 BEAM REPAIR DETAIL

EXISTING 2x6
ROOF RAFTER

1/47x11 7/8"x1°—4”
STEEL PLATE

1/4"x9"x0’—9" STEEL
SIDE PLATES WITH (3)
1/2" DIA THRU BOLTS

EXISTING DECK BOARDS

EXISTING RIDGE BEAM/7

POST—TENSIONED BEAM — OVERALL

REPLACED AS DESCRIBED ELSEWHERE

— FAILING POST—TENSIONED ROOF SUPPORT BEAM TO BE

— AREA OF ROOF LEAKAGE. LIMITED DECKING REPLACEMENT

REQUIRED AS DESCRIBED IN SPECIFICATIONS.

DRILL 1" DIAMETER HOLE
FIRST, THEN CUT TO HOLE

— DO NOT OVERCUT
NEW 5-PLY LVLi\

SIMPSON ’L50° NEAR
SIDE AND FAR SIDE.
ATTACH WITH NAILS:
SIMPSON 8d x 1 1/2"

EXISTING 6"x8"
/PURLIN

NEW 5—PLY LVL
NEW 5—PLY LVL ON ~ .
: \/ SAME CENTERLINE AS =l
. ORIGINAL MEMBER
AN
(4) 1/2” DIA BOLTS OR
THREADED RODS WITH , gy
WASHER EACH SIDE 17 CLEARANCES
\

TOP CHORD

PROTRUDING END OF \

EXISTING RIDGE BEAM EXISTING IRON i g EXISTING 10"
WILL HAVE TO BE STRAP FASTENED SQUARE TRUSS
TRIMMED TO BEAR WITH LAG SCREWS 8\\

AGAINST STEEL PLATE

EXISTING INFRAMING

EXISTING VALLEY RAFTER /l/

/5 RIDGE BEAM BEARING DETAIL 8\ SECTION

10” SQUARE TRUSS
BOTTOM CHORD

(FROM OTHER SIDE,
SEE 6,/5400)

S0/ scae: 17=1-0”

01/ scae: 17=1-0"

3401/ scae: 17=1-0"

\$H01/ scaLe: 17=1'-0

POST—TENSIONED BEAM — CLOSEUP

FAILING POST—TENSIONED ROOF SUPPORT BEAM
TO BE REPLACED AS DESCRIBED ELSEWHERE

REPLACE DECKING IN LIMITED AREA AT LOCATION
OF WATER LEAK ABOVE (NOT SHOWN), WHERE

EXISTING DECKING HAS DETERIORATED. ASSUME
REPLACEMENT OF SIX SQUARE FEET OF DECKING.

REMOVE MOLDED AND ROTTED PORTIONS OF ROOF
JOIST (HIDDEN). ATTACH NEW MEMBER TO
SUPPLEMENT REMAINING PORTION OF JOIST AS
GENERALLY DESCRIBED ELSEWHERE.

REPLACE ROTTED AND DETERIORATED ROOF JOIST

Contractors are responsible for the means, methods, techniques,
sequences and procedures of construction including, but not limited
to, temporary supports, shoring, forming to support imposed loads
and other similar items.
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REPLACE TRUSS CONNECTION AND BEARING BLOCK
AS DESCRIBED ELSEWHERE

(2) #10x3 1/2” LONG WOOD

SCREWS. DRILL PILOT HOLES TO
PREVENT SPLITTING. ALTERNATE
SIDE FOR EACH PAIR OF SCREWS

REMOVE MOLDED AND ROTTED PORTIONS OF ROOF
JOIST. ATTACH NEW MEMBER TO SUPPLEMENT
REMAINING PORTION OF JOIST AS GENERALLY
DESCRIBED ELSEWHERE.

USE CONSTRUCTION
ADHESIVE

REPLACE 27"x8” RAFTERS
WITH MATERIAL OF SAME
DIMENSIONS AND GRADE

k%X

AS DESCRIBED ELSEWHERE.

EXISTING 27x8” RECONSTRUCT EXISTING

RAFTER, SEE PLAN

REMOVE AND REPAIR ROTTED SILL PLATES 1

one foot

EXISTING TONGUE
AND GROOVE DECK
BOARDS

/
//__ GUTTER SYSTEM (NOT
SHOWN) AND WALL

PROFILE, SEE ARCH

NE SO0

three inches

one foot

one and one half inches
”

one foot

one inch
”»

one foot

/ d \SECTION
2x OUTLOOKER, FASTEN
REPLACE (3) 2x SILL WITH SCREWS TO RAFTER
PLATES WITH MATERIAL
X OF SAME DIMENSIONS
©| AND GRADE **

INTEGRAL GUTTER I

EXISTING 1x

/MEMBER EXTENDS
L OUT TO SUPPORT

‘A‘_ 5
'\- i

" 1/4” DIA 316 SS THREADED N
ROD AT 24" OC WITH WASHER RN
< AND NUT. EMBED BELOW ,f-.‘/;,“‘\ 1
EXISTNG (3) / »‘/ INTO EXISTING WALL MINIMUM . — e
” o L&
2°x8” SILL PLATES ~__ s @ ACPROXMATE L 18 WITH APPROVED EPOXY .
EXISTING WALL - OF REBUILT WALL

PROFILE, SEE
ARCH SECTION

EAST TRUSS CONNECTION

\ADHESIVE *
REBUILD WALL USING EXISTING

BRICK. SEE SPECS.

EXISTING BRICK ———=

REMOVE AND SALVAGE FOR REUSE THE MINIMUM
AMOUNT OF DECORATIVE WOOD TRIM BETWEEN

SEGMENTED CEILING SECTIONS BELOW (NOT

SHOWN) NECESSARY TO PREVENT DAMAGE DURING
CEILING BEAM AND LATHE AND PLASTER REMOVAL.
CUT CEILING BEAMS AS DESCRIBED ELSEWHERE
AND REMOVE MINIMUM AMOUNT OF LATHE AND
PLASTER CEILING NECESSARY TO INSTALL TRUSS
CONNECTION REPAIR DESCRIBED ELSEWHERE.
REPAIR CEILING BEAMS AS DESCRIBED ELSEWHERE.
REPLACE LATHE AND PLASTER CEILING TO ORIGINAL
CONDITION UPON COMPLETION OF REPAIR WORK.
REINSTALL DECORATIVE WOOD TRIM.

* HILTI HIT-HY20 WITH SS
MESH SCREEN TUBES

EXISTING WALL 7

*x ADD (2) ADDITIONAL PLATES
| AT LOCATION FURTHER TO
WEST WHERE VALLEY RAFTER

BEARS ON EXTENDED SILL
PLATES

/7 SILL REPAIR DETAIL ™ S0l ™
\$402/ scae: 3/4” = 1-0"

/1 EXISTING CONDITION AT SILL REPAIR
@ SCALE: 3/4” = 1'-0"

SOUTH WALL IN EAST APSE

— MAJOR CRACK IN SUPPORT WALL THROUGH UNKNOWN NUMBER OF
BRICK WYTHES.

REPLACE TRUSS CONNECTION AND BEARING BLOCK
AS DESCRIBED ELSEWHERE

— ANTICIPATED AREA OF BRICK REMOVAL REQUIRED TO REBUILD
SUPPORT WALL FOR TRUSS BEARING. BRICK TO BE REMOVED TO
SOUND MASONRY. IT IS ANTICIPATED THAT THREE VERTICAL
COURSES OF MASONRY BENEATH TRUSS BEARING WILL REQUIRE
REMOVAL AND REPLACEMENT. CONTRACTOR TO MAINTAIN INTEGRITY
OF EXTERIOR WYTHE OF BRICK IF POSSIBLE, BUT REPAIR TO
EXTEND THROUGH AS MANY WYTHES AS NECESSARY TO
SUCCESSFULLY TIE ENTIRE WALL TOGETHER AND TO FACILITATE
SUCCESSFUL INSTALLATION OF TRUSS REPAIR.  SALVAGE

BRICK FOR REINSTALLATION.

REPLACE SILLS SUPPORTING VALLEY RAFTER
AS DESCRIBED ELSEWHERE

ANTICIPATED AREA OF BRICK REMOVAL TO FACILITATE

INSTALLATION OF TRUSS CONNECTION REPAIR DESCRIBED
ELSEWHERE. CONTRACTOR TO MAINTAIN INTEGRITY OF

EXTERIOR WYTHE OF BRICK IF POSSIBLE, BUT REPAIR TO
EXTEND THROUGH AS MANY WYTHES AS NECESSARY FOR
SUCCESSFUL INSTALLATION OF TRUSS REPAIR.  SALVAGE
BRICK FOR REINSTALLATION.

REMOVE MOLDED AND ROTTED PORTIONS OF ROOF JOIST.
ATTACH NEW MEMBER TO SUPPLEMENT REMAINING PORTION
OF JOIST AS GENERALLY DESCRIBED ELSEWHERE. ———

REPLACE DECKING IN LIMITED AREA AT LOCATION
OF WATER LEAK WHERE EXISTING DECKING HAS

DETERIORATED. ASSUME REPLACEMENT OF FOUR
SQUARE FEET OF DECKING.

REMOVE AND REPAIR ROTTED SILL PLATES
AS DESCRIBED ELSEWHERE.

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch

three quarters inch
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WEST TRUSS CONNECTION

ANTICIPATED AREA OF BRICK REMOVAL TO FACILITATE
INSTALLATION OF TRUSS CONNECTION REPAIR DESCRIBED
ELSEWHERE. CONTRACTOR TO MAINTAIN INTEGRITY OF
EXTERIOR WYTHE OF BRICK IF POSSIBLE, BUT REPAIR TO
EXTEND THROUGH AS MANY WYTHES AS NECESSARY FOR
SUCCESSFUL INSTALLATION OF TRUSS REPAIR.

BRICK FOR REINSTALLATION.

REMOVE AND SALVAGE FOR REUSE THE MINIMUM AMOUNT
OF DECORATIVE WOOD TRIM BETWEEN SEGMENTED CEILING

SECTIONS BELOW (NOT SHOWN) NECESSARY TO PREVENT
DAMAGE DURING CEILING BEAM AND LATHE AND PLASTER
REMOVAL. CUT CEILING BEAMS AS DESCRIBED ELSEWHERE
AND REMOVE MINIMUM AMOUNT OF LATHE AND PLASTER
CEILING NECESSARY TO INSTALL TRUSS CONNECTION REPAIR
REPAIR CEILING BEAMS AS
REPLACE LATHE AND PLASTER
CEILING TO ORIGINAL CONDITION UPON COMPLETION OF
REPAIR WORK. REINSTALL DECORATIVE WOOD TRIM.

DESCRIBED ELSEWHERE.
DESCRIBED ELSEWHERE.

REPLACE DETERIORATING
TRUSS CONNECTION AND
BEARING BLOCK AS

SALVAGE

Contractors are responsible for the means, methods, techniques,
sequences and procedures of construction including, but not limited
to, temporary supports, shoring, forming to support imposed loads
and other similar items.

DESCRIBED ELSEWHERE
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